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Proposed Hedgerow 

Field Margin Planting - Emorsgate EM2 
Standard General Purpose Meadow Mix or 
Similar Approved

Bird Box

Bat Box
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15m

Existing hedgerow to be managed and 
allowed to grow to a minimum of 4m height

Existing hedgerow to be managed and 
allowed to grow to a minimum of 4m height

Existing Pylon base height to be retained 
15 Exclusion Zone taken from centre of base.

Crown lift to 2m height for any canopies 
overhanging the required visibility splay

Removal of three individual trees within group
along northern site boundary to create required
visibility splay

Attenuation Crates:
Dimension: 408.5m2 
Height: 1m

Below ground tank, 3.5m dia by 24m in length
to store fire water in the event of a fire on

site. Sizing based on 1900L/min for 2 hours
required by the fire department.

indicative location of 
additional tree planting 
to be subject to a 
planning condition

indicative location of 
additional tree planting 
to be subject to a 
planning condition

Existing Vegetation/
Trees/Woodland with RPA

Existing Vegetation to be 
Removed

Existing Pylon
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INDICATIVE PLANTING SCHEDULE 
 
NATIVE TREE PLANTING 
 

Species Girth (cm) Height (cm) Form Clear stem 
(cm) 

Container 
size  

Acer campestre  12-14 350-425 HS 175-200 RB 
Crataegus monogyna 12-14 350-425 HS 175-200 RB 
Quercus robur 12-14 350-425 HS 175-200 RB 

 
NATIVE HEDGEROW PLANTING  
 
To be planted at 5 plants per linear meter in a double staggered row, 133 Total linear m.   
 

Species % in 
Mix 

Form Age+Time 
transpl. 

Height 
(cm) 

Root condition 

Acer campestre  10  Feathered 1+1 125-150 BR 
Crataegus monogyna 50 Feathered 1+1 80-100 BR 
Corylus avellana 10 Feathered 1+1 40-60 BR 
Cornus sanguinea 5 Feathered 1+1 60-80 BR 
Eunonymus europaeus 5 Feathered 1+1 60-80 BR 
Prunus spinosa 15 Feathered 1+2 80-100 BR 
Rosa canina 5 Branched with 3 

breaks 
1+1 - BR 

 

Existing Tree Crowns to be
lifted

Drainage Pipes

Overland Flow Routes

Gravel surfacing

Battery Energy Storage Racks 

SKID solution (Inverter + Transformer)

Customer switchroom 

Proposed hard surfacing
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